KEYED NOTES:

————— —

@ PROVIDE A MONITOR MODULE TO INTERFACE ————

THE FIRE ALARM SYSTEM WITH THE KITCHEN
HOOD SYSTEM.

@ REFER TO THE ARCHITECTURAL DRAWINGS FOR HUGHES GROUP ARCHITECTS
THE MOUNTING LOCATION OF THE FIRE ALARM
PANEL. 22630 DAVIS DRIVE, SUITE 175

STERLING, VIRGINIA 20164

@ PROVIDE AN INTERFACE MODULE TO MONITOR 703.437.6600
THE LOW FUEL SENSOR/ALARM ON THE
EMERGENCY GENERATOR.

@ PROVIDE A CONTROL MODULE TO INTERFACE
THE FIRE ALARM SYSTEM WITH THE FIRE
ALERT SYSTEM. CIVIL;

@ INSTALL KNOX BOX IN ACCORDANCE WITH ALPH_A COR,PORATION
COUNTY REQUIREMENTS. VERIFY FINAL 21351 Ridgetop Circle, Suite 200
LOCATION WITH THE ARCHITECT AND OWNER. Sterling, VA 20166

(703) 450-0800

@ PROVIDE STAND ALONE CARBON MONOXIDE

gﬁE%L(?A‘I\?NSINg\IS’THE LOCATIONS SHOWN ON STRUCTURAL:
EHLERT-BRYAN

@ PROVIDE A CONTROL MODULE TO INTERFACE 1451 Dolley Madison Blvd. Suite 220
THE FIRE ALARM SYSTEM WITH THE SECURITY Mclean. VA 22101
SYSTEM. COORDINATE THE FINAL LOCATION (703) 827-9552
WITH THE SECURITY CONTRACTOR.

MECHANICAL/ELECTRICAL:

BRINJAC ENGINEERING
4000 Albermarle Street, NW
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